
 
 
 
 
 
 
 
 
 
 

Optimal Corrosion Control Treatment Sampling Report 
July – December 2013 

 

SiteID Address Date Parameter Results 
A2H-2 3825 Alabama Ave. 11/26/2013 pH 7.56 

A2H-2 3825 Alabama Ave. 11/26/2013 Temperature C 14.4 

A2H-2 3825 Alabama Ave. 11/26/2013 Ammonia-Free NH3-N mg/L 0.16 

A2H-2 3825 Alabama Ave. 11/26/2013 Nitrite mg/L 0.008 

A2H-2 3825 Alabama Ave. 11/26/2013 Dissolved Orthophosphate mg/L 2.46 

3H-4 FH #22, 5760 Georgia Ave. 11/26/2013 pH 7.6 

3H-4 FH #22, 5760 Georgia Ave. 11/26/2013 Temperature C 12 

3H-4 FH #22, 5760 Georgia Ave. 11/26/2013 Ammonia-Free NH3-N mg/L 0.25 

3H-4 FH #22, 5760 Georgia Ave. 11/26/2013 Nitrite mg/L 0.008 

3H-4 FH #22, 5760 Georgia Ave. 11/26/2013 Dissolved Orthophosphate mg/L 2.96 

L-4 Harbor Police Station, 550 
Water St 11/26/2013 pH 7.61 

L-4 Harbor Police Station, 550 
Water St 11/26/2013 Temperature C 13.9 

L-4 Harbor Police Station, 550 
Water St 11/26/2013 Ammonia-Free NH3-N mg/L 0.15 

L-4 Harbor Police Station, 550 
Water St 11/26/2013 Nitrite mg/L 0.015 

L-4 Harbor Police Station, 550 
Water St 11/26/2013 Dissolved Orthophosphate mg/L 2.16 

L-7 South West Health Center, 850 
Delaware 11/26/2013 pH 7.53 

L-7 South West Health Center, 850 
Delaware 11/26/2013 Temperature C 15.5 

L-7 South West Health Center, 850 
Delaware 11/26/2013 Ammonia-Free NH3-N mg/L 0.11 

L-7 South West Health Center, 850 
Delaware 11/26/2013 Nitrite mg/L 0.008 

L-7 South West Health Center, 850 
Delaware 11/26/2013 Dissolved Orthophosphate mg/L 2.82 
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SiteID Address Date Parameter Results 

A1H-8 My 3 Sons Barber Shop, 3125 
Martin Luther King Ave 11/27/2013 pH 7.45 

A1H-8 My 3 Sons Barber Shop, 3125 
Martin Luther King Ave 11/27/2013 Temperature C 15.5 

A1H-8 My 3 Sons Barber Shop, 3125 
Martin Luther King Ave 11/27/2013 Ammonia-Free NH3-N mg/L 0.13 

A1H-8 My 3 Sons Barber Shop, 3125 
Martin Luther King Ave 11/27/2013 Nitrite mg/L 0.024 

A1H-8 My 3 Sons Barber Shop, 3125 
Martin Luther King Ave 11/27/2013 Dissolved Orthophosphate mg/L 2.3 

1H-14 FH #12, 2225 5th St 8/14/2013 pH 7.53 

1H-14 FH #12, 2225 5th St 8/14/2013 Temperature C 25.5 

1H-14 FH #12, 2225 5th St 8/14/2013 Ammonia-Free NH3-N mg/L 0.16 

1H-14 FH #12, 2225 5th St 8/14/2013 Nitrite mg/L 0.002 

1H-14 FH #12, 2225 5th St 8/14/2013 Dissolved Orthophosphate mg/L 2.4 

4HW-4 Tenley Minimarket, 4326 
Wisconsin Ave 8/14/2013 pH 7.54 

4HW-4 Tenley Minimarket, 4326 
Wisconsin Ave 8/14/2013 Temperature C 26.5 

4HW-4 Tenley Minimarket, 4326 
Wisconsin Ave 8/14/2013 Ammonia-Free NH3-N mg/L 0.12 

4HW-4 Tenley Minimarket, 4326 
Wisconsin Ave 8/14/2013 Nitrite mg/L 0 

4HW-4 Tenley Minimarket, 4326 
Wisconsin Ave 8/14/2013 Dissolved Orthophosphate mg/L 2.5 

A1H-5 BKJV 3375 Minnesota Ave 8/15/2013 pH 7.46 

A1H-5 BKJV 3375 Minnesota Ave 8/15/2013 Temperature C 24.9 

A1H-5 BKJV 3375 Minnesota Ave 8/15/2013 Ammonia-Free NH3-N mg/L 0.07 

A1H-5 BKJV 3375 Minnesota Ave 8/15/2013 Nitrite mg/L 0.308 

A1H-5 BKJV 3375 Minnesota Ave 8/15/2013 Dissolved Orthophosphate mg/L 2.08 

2H-3 BKJV Ingraham St. & 8th St 8/14/2013 pH 7.51 

2H-3 BKJV Ingraham St. & 8th St 8/14/2013 Temperature C 23.8 

2H-3 BKJV Ingraham St. & 8th St 8/14/2013 Ammonia-Free NH3-N mg/L 0.28 

2H-3 BKJV Ingraham St. & 8th St 8/14/2013 Nitrite mg/L 0.042 

2H-3 BKJV Ingraham St. & 8th St 8/14/2013 Dissolved Orthophosphate mg/L 2.16 

3H-3 BKJV 27th & Military Rd 8/14/2013 pH 7.53 

3H-3 BKJV 27th & Military Rd 8/14/2013 Temperature C 24.5 



 

3 
 

SiteID Address Date Parameter Results 
3H-3 BKJV 27th & Military Rd 8/14/2013 Ammonia-Free NH3-N mg/L 0.24 

3H-3 BKJV 27th & Military Rd 8/14/2013 Nitrite mg/L 0.036 

3H-3 BKJV 27th & Military Rd 8/14/2013 Dissolved Orthophosphate mg/L 2.58 
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